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BAL-003 Performance

March Operating Committee
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BAL-003-1.1 Frequency Response & Frequency Bias Setting 
Requirement 1

• Requirement 1: Each Balancing Authority shall achieve an annual 
Frequency Response Measure (FRM) that is equal to or more negative than 
its Frequency Response Obligation (FRO)…

Interconnection Frequency Response Obligation X Balancing Authority Pro-rata Share

PJM FRO for 2019 operating year = (-1015 MW/0.1 Hz) x (25.88%) = -262.7 MW/0.1Hz
2019 Operating Year : December 2018 – November 2019

Field trial data prior to Operating Year 2017
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Historic PJM BAL-003-1 Performance
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BAL-003 SDT Phase 1 & Phase 2

• Phase 1 BAL-003-2 Frequency Response & Frequency Bias 
Setting
– Subject to NERC Board of Trustees & FERC approval
– Interconnection Frequency Response Obligation (IFRO) 

calculation updates
– Process Documents:

• Resources Loss Protection Criteria
• ERO Support of Frequency Response and Frequency Bias Setting 

Standard
• Phase 2 BAL-003 Revisions (Standard Drafting Team Meeting 

March 11-13)
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APPENDIX
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BAL-003 Event Selection Compliance Year 2019

Events listed on NERC Resource Subcommittee Site

* Events highlighted were also included in PJM Manual 12 Event Selection (please reference M-12 
Section 3.6.2 Event Selection for additional information) 

BAL-003 Events
Compliance Year 2019

12/18/2018 12:26:47
1/31/2019 01:25:29
2/23/2019 15:56:52 *
2/25/2019 00:24:21
3/06/2019 22:04:50 *
3/10/2019 01:01:45 *
3/15/2019 20:39:02
4/14/2019 19:19:04
4/21/2019 13:58:09
4/25/2019 09:18:43
5/03/2019 15:54:08
5/09/2019 04:48:12
5/25/2019 20:38:13
7/11/2019 20:45:14 *
7/19/2019 09:45:39
7/27/2019 19:30:04
8/25/2019 12:04:01
8/27/2019 01:10:29
8/31/2019 20:55:44
9/03/2019 09:35:29 *
9/21/2019 09:00:19
9/23/2019 12:06:02

10/14/2019 19:21:47 *
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Project 2017-01 Modifications to BAL-003-1.1

• Project 2017-01 Link: 
https://www.nerc.com/pa/Stand/Pages/Project201701ModificationstoBAL00311.aspx

• BAL-003 Implementation Plan Link: 
https://www.nerc.com/pa/Stand/Project201701ModificationstoBAL00311/Project_2017_01_Implemen
tation%20Plan%20BAL_003_2_October_2019_clean.pdf

• Resources Loss Protection Criteria Link: 
https://www.nerc.com/pa/Stand/Project201701ModificationstoBAL00311/Project_2017_01_RLPC_Cl
ean_October_2019_lka.pdf

• Procedure for ERO Support of Frequency Response and 
Frequency Bias Setting Standard: 
https://www.nerc.com/pa/Stand/Project201701ModificationstoBAL00311/2019%20ERO%20Procedur
e%20document_October_2019_clean_from_last_posted_Project_2017_01_lka.pdf

https://www.nerc.com/pa/Stand/Pages/Project201701ModificationstoBAL00311.aspx
https://www.nerc.com/pa/Stand/Project201701ModificationstoBAL00311/Project_2017_01_Implementation%20Plan%20BAL_003_2_October_2019_clean.pdf
https://www.nerc.com/pa/Stand/Project201701ModificationstoBAL00311/Project_2017_01_RLPC_Clean_October_2019_lka.pdf
https://www.nerc.com/pa/Stand/Project201701ModificationstoBAL00311/2019%20ERO%20Procedure%20document_October_2019_clean_from_last_posted_Project_2017_01_lka.pdf
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