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Offer Unit with Emergency Max > Eco Max

• Market Seller can offer Emergency Max greater than Eco Max on several pages in Markets 
Gateway. 

• On Schedules Detail page, Emergency Max value can be entered for any schedule for the 
whole day. 
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Offer Unit with Emergency Max > Eco Max

• Market Seller can offer Emergency Max greater than Eco Max for some hours during the 
day on Hourly Updates page. 
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Offer Unit as Max Emergency

• Market Seller can offer a unit as “Max Emergency” for whole day by changing its default 
commit status to “Emergency” on Unit Detail page in Markets Gateway.

• Market Seller can change Emergency Max, which can be equal to or greater than 
Economic Max on the same page. 
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Offer Unit as Max Emergency

• Market Seller can offer a unit as “Max Emergency” for partial day by changing its 
commit status to “Emergency” on Hourly Updates page for particular hours in 
Markets Gateway.

• The hourly Emergency Max can be updated as well.
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Offer Unit as Max Emergency

• Market Seller can give the reason noting why the unit in in Max Emergency on 
“Operational Restrictions” section on the Schedules Restriction Information page 
in Markets Gateway 
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Max Emergency in Day-ahead Market

• Since the inception of the Day-ahead Market, Max Emergency has not been 
activated in the Day-ahead Market 

• Given this history, Emergency Max values of units are unlikely to be used. It 
is even less probable that units offered as Max Emergency will be 
scheduled for energy 

• In the Day-ahead Market, Max Emergency unit and units’ Emergency Max 
values are not eligible to provide reserves
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Max Emergency in Real-time Market

• Resources offered into the energy market with commit status not 
set to Emergency and Emergency Max > Economic Max 
(Emergency Segment):
– Under normal operating conditions economic energy dispatch will 

be up to the bid in Economic Max
– Reserves will NOT be cleared in the emergency segment
– Under a Max Generation event, online resources with an 

Emergency segment may be dispatched into the emergency 
segment based on the economics of the system

• Emergency Max replaces Economic Max
• Reserves can be cleared up to Emergency Max
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Max Emergency in Real-time Market Continued

Resources offered into the energy market with commit status set to 
Emergency:

– Under normal operating conditions these resources are not 
scheduled for energy or reserves

– Under a Max Generation event these resources can be called on 
for energy by the ITSCED market clearing engine

– Once online these resources can be dispatched for energy up to 
Emergency Max based on the economics of the system

– Reserves can be cleared up to Emergency Max
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