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Incorporating Solar in the Load Forecast
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Historical GATS Installations

Historical Nameplate Capacity of Distributed Solar Generation (MW - AC)

Note: All years except for 2022 are based on calendar year, 2022 is through 8/31/2022
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IHS Forecast Comparison
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IHS Forecast

Distributed Solar Generation Forecast by State
IHS Scenario 2 

PJM Region Only
Annual Additions of Nameplate Capacity
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IHS Forecast Comparison (continued)

Distributed Solar Generation Forecast of Additions by State
Comparison of 2023 and 2022 Forecast
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IHS Forecast
Distributed Solar Generation Forecast by Zone
Cumulative Additions of Nameplate Capacity
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Historical and IHS Nameplate Capacity
Distributed Solar Generation Forecast by Zone

Cumulative Nameplate Capacity 
Includes Historical Degraded Values and IHS Forecast
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Distributed Solar Generation 2023 Forecast by Zone
Cumulative Nameplate Capacity
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Distributed Solar Peak 2023 Forecast by Zone
Average Solar Value from Summer Peak Distribution
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Shift in Peak Hour Example
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Behind the Meter Battery Storage
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Behind the Meter Battery Forecast

• Starting last year, PJM will use a battery forecast for use in conjunction with 
the distributed solar forecast.

• The full amount of battery forecast will be used when incorporating into the 
forecast – the assumption being the battery will be fully charged so it is 
available at peak.
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Behind the Meter Battery Forecast

• Starting last year, PJM used a battery forecast for use in conjunction with 
the distributed solar forecast. 
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IHS Battery Forecast
Behind the Meter Battery Forecast by Zone

Annual Additions of Nameplate Capacity
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Total PJM Nameplate
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